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LIMIT OF WORK

NEW ENTRY DOOR NEW FIXED WINDOW

NEW PIPE COL. W/ BEAMS
O'HEAD - SEE SHT A.08

PTD CONC. FLR.
SEE FINISH SPEC

CABINETS & CTR
TOP BY OWNER
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UNIT "A" 150A
ELEC. PANEL

103
STUDIO

102
ENTRY101

CONFERENCE

104
STORAGE/I.T.

105
KIT.

106
WC

107
LIBRARY/PRINTING

2'-3"

2'-2 1/2"

EXPOSE BRICK
THIS WALL ONLY

NEW WINDOWS

TIE NEW KIT. WASTE TO
EXST SANITARY LINE

NEW LAV. @ EXST ROUGH-IN
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PROV. TIMER CONTROL @
EXHAUST FAN

HVAC
CASSETTE

HVAC
CASSETTE

BAY 4

BAY 8

BAY 12
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LIMIT OF WORK

INDICATES NO. OF
NETWORK DROPS

(1) DEDICATED CIRCUIT
FOR SPACE HEATER

(2
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UNIT "A" 150A
ELEC. PANEL

103
STUDIO

102
ENTRY

101
CONFERENCE

104
STORAGE/I.T.

105
KIT.

106
WC

107
LIBRARY/PRINTING

ALLOW 40A/230V FOR
HVAC INT & EXT

HOME-RUN
TERMINATION FOR
NETWORK CABLING

8'-4 1/2"
1'-6"

REMOVE EXISTING CARPET &
FLR ASSEMBLY

REMOVE EXISTING CARPET,
SCRAPE FLOOR CLEAN

REMOVE EXISTING STONE TILE,
SCRAPE FLOOR CLEAN

REMOVE EXST
PIPE COL - SEE

SHEET A.07

REMOVE EXST AIR
HANDLER AND ALL

CONNECTED DUCTWORK

REMOVE EXST
HEAT PUMP UNIT

G
FI

4
2
"

LEGEND

DUPLEX CONV.
OUTLET - 20A CIR.

NETWORK JACK

QUAD CONV.
OUTLET - 20A CIR.

GROUND-FAULT
INTERRUPT
OUTLET

OUTLET @
ATYPICAL HEIGHT

MOUNT ALL DEVICES @ 16" AFF
UNLESS INDICATED OTHERWISE

SCALE: 1/4"   =    1'-0"01 FLOOR PLAN

SCALE: 1/4"   =    1'-0"04 REFLECTED CEILING PLAN
SCALE: 3/16" =    1'-0"05 ELEC/DATA PLAN

SCALE: 3/16" =    1'-0"02 DEMOLITION PLAN


